Verify anchor bolt circle diameter
with pole manufacturer

20" SQUARE CAP

» Verify bolt projection with
17 CHAMFER pole manufacturer
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Galvanized anchor bolts supplied with
| — pole. Weld bolts into one assembly
with steel straps as shown. Touch—up

assembly with cold spray galvanizing
as required.

1%" rigid galvanized conduit. Extend
conduit 3” above top of base. Ream
and bush both ends of conduit. Bond
conduit to ground wire.

Grounding Conductor
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NO. 6 VERTICAL Concrete

REBARS
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18" round concrete base. Extend

base 2” above finished grade. Form
20” square cap above grade with 1”
chamfer

STREET LIGHTING TYPE

Downtown/Town Center

Post Top Lantern Style

Post Top Acorn Style

Tear Drop Street Light Bolt circle dimensions and anchor
Davit Street Light bolt diameter per pole manufacturer.
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